
OCTOBER 2000      8-7-24

MODEL 334C CABINET - C1 HARNESS NO. 2 WIRING LIST
(Interconnection between CABINET and CONTROLLER)

PIN SOURCE DESTINATION FUNCTION PIN      SOURCE              DESTINATION   FUNCTION

1 DC GND TB1/3-7 DC GND BUS 53          I2-7         IFI-11F          RATE CODE 2
2 O1-1 C6-1 SWPK 1-RED 54          I2-8                       IFI-11W                       RATE CODE 1
3 O1-2 C6-2 SWPK 1-GRN 55          I3-1                       IFI-4F MAIN 9
4 O1-3 C6-3 SWPK 2-RED 56          I3-2         IFI-4W                         MAIN 10
5 O1-4 C6-4 SWPK 2-YEL 57          I3-3                       IFI-6F MAIN 3
6 O1-5 C6-5 SWPK 2-GRN 58          I3-4         IFI-6W                         MAIN 4
7 O1-6 C6-6 SWPK 3-RED 59          I3-5                       IFI-7F MAIN 5
8 O1-7 C6-7 SWPK 3-YEL 60          I3-6         IFI-7W          MAIN 6
9 O1-8 C6-8 SWPK 3-GRN 61          I3-7                       IFI-8F MAIN 11
10 O2-1 TB1/22 CIA CONTROL 4 62          I3-8         IFI-8W          MAIN 12
11 O2-2 C7-25 CMS CLOCK 63          I4-5                       TB1/24 MAIN 17
12 O2-3 C7-26 CMS ENABLE 64          I4-6         TB1/25          MAIN 18
13 O2-4 C7-27 CMS CLEAR 65          I4-7   TB1/26          POL CONT'L SW
14 DC GND IFI-15-4 INPUT DC GND 66          I4-8   TB1/27          POL LIGHTS SW
15 O2-5 C7-28 CMS DIM LEVEL 1 67          I5-1   C7-16                  CIA SENSE 1
16 O2-6 C7-29 CMS DIM LEVEL 2 68          I5-2  C7-31         CIA SENSE 2

17 O2-7 C7-30 CMS DIM LEVEL 3 69          I5-3   C7-32         CIA SENSE 3
18 O2-8 TB1/23 -- 70          I5-4   C7-33         CIA SENSE 4
19 O3-1 C7-9 CMS ADDRESS 1 71          I5-5   C7-34         CIA SENSE 5
20 O3-2 C7-10 CMS ADDRESS 2  72          I5-6   C7-35         CIA SENSE 6
21 O3-3 C7-11 CMS ADDRESS 3 73          I5-7   C7-36         CIA SENSE 7
22 O3-4 C7-12 CMS ADDRESS 4 74          I5-8   C7-37         CIA SENSE 8
23 O3-5 C7-13 CMS ADDRESS 5 75          I6-1   C7-5         CMS LATCH
24 O3-6 C7-14 CMS ADDRESS 6 76          I6-2   C7-6         PHASE FIRE
25 O3-7 C7-15 CMS ADDRESS 7 77          I6-3   TB1/29         MAIN 19
26 O3-8 C7-4 CIA CONTROL 5 78          I6-4   C7-8         CMS TEST REQ.
27 O4-1 C7-17 CMS DATA 1 79          I6-5   IFI-10F         MAIN 15
28 O4-2 C7-18 CMS DATA 2 80          I6-6                       IFI-9W         MAIN 14
29 O4-3 C7-19 CMS DATA 3 81          I6-7                       IFI-9F                          MAIN 13
30 O4-4 C7-20 CMS DATA 4 82          I6-8         IFI-10W         MAIN 16
31 O4-5 C7-21 CMS DATA 5 83         O6-1                       C5-1                            SWPK  14-RED
32 O4-6 C7-22 CMS DATA 6 84         O6-2                       C5-2                            SWPK 14-GRN
33 O4-7 C7-23 CMS DATA 7 85         O6-3                       C5-3                            SWPK 13-RED
34 O4-8 C7-24 CMS DATA 8 86         O6-4         C5-4                           SWPK 13-YEL
35 O5-1 C7-1 CIA CONTROL 1 87         O6-5                       C5-5         SWPK 13-GRN
36 O5-2 C7-2 CIA CONTROL 2 88         O6-6         C5-6                           SWPK 12-RED
37 O5-3 C6-9 SWPK 1-YEL 89         O6-7                       C5-7         SWPK 12-YEL
38 O5-4 C7-3 CIA CONTROL 3 90         O6-8         C5-8         SWPK 12-GRN
39 I1-1 IFI-1W PASSAGE 1 91         O7-1         C5-9         SWPK 11-RED
40 I1-2 IFI-12W PASSAGE 2 92         DC GND    TB1/3-7 --
41 I1-3 IFI-12F DEMAND 2 93         O7-2         C5-10         SWPK 11-GRN
42 I1-4 IFI-13W OFF RAMP 2 94         O7-3                       C5-11         SWPK 10-RED
43 I1-5 IFI-13F QUE 2 95         O7-4         C5-12         SWPK 10-YEL
44 I1-6 IFI-14W PASSAGE 3 96         O7-5                       C4-13         SWPK 10-GRN
45 I1-7 IFI-14F DEMAND 3 97         O7-6         C5-14         SWPK 9-RED
46 I1-8 IFI-1F DEMAND 1 98         O7-7                       C5-15              SWPK 9-YEL
47 I2-1 IFI-2W OFF RAMP 1 99         O7-8         C5-16         SWPK 9-GRN
48 I2-2 IFI-3W MAIN 7 100       O5-5                       C5-17         SWPK 14-YEL
49 I2-3 IFI-3F MAIN 8 101       O5-6         C5-18         SWPK 11-YEL
50 I2-4 IFI-2F QUE 1 102       O5-7                      IFI-15-3                       DET. RESET
51 I2-5 IFI-5F MAIN 1 103       O5-8         C6-10         WDT
52 I2-6 IFI-5W MAIN 2 104       DC GND   TB1/3-7         DC GND BUS

NOTES: C7S CONNECTOR PIN 7  is not assigned.
TB1/26  -  TERMINAL BLOCK 1 POSITION 26.
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